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WALLS AND CEILINGS ASSOCIATED WITH
DEMOLITION. COORDINATE WITH NEW WORK.

2. ALL UNUSED WALL PENETRATIONS SHALL

3. CONTRACTOR TO REPAIR ANY EXISTING
CONDITIONS DAMAGED DURING DEMOLITION.
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LEGATARCHITECTS

sustainability performance design

GENERAL SHEET NOTES

1. SLAB IS POST TENSIONED WITH TENDONS
SPACED APPROXIMATELY 18" IN EACH
DIRECTION. CONTRACTOR TO X—RAY SLAB
TO DETERMINE TENDON LOCATIONS AND
CORE OPENINGS FOR PENETRATIONS
BETWEEN TENDONS. DO NOT CUT
TENDONS.

2. THE UNDERSIDE OF THE EXISTING SLAB IS
+11°-0" AFF, THE UNDERSIDE OF THE
EXISTING BEAMS IS +10'-4", AND

CEILINGS ARE 8'-0". PIPING AND o
DUCTWORK SHALL BE OFFSET UP OR JO”et
DOWN AT CROSSINGS TO MAINTAIN THE

CEILING ELEVATION. OFFSETS ARE NOT °
SHOWN. Junior
KEYNOTES G COH@Q@

1. CONNECT NEW 1 114' HWS/R TO EXISTING
PIPING SERVING BASEBOARD RADIATION ON
THIRD FLOOR. PROVIDE NEW VALVING AND
CONTROLS PER CONTROL AND FLOW
DIAGRAMS. OPEN ALL SHUT OFF VALVES.

DOWNSTREAM OF NEW CONNECTION. PATCH gs

CHASE AND CORRIDOR CEILING TO MATCH .

EXISTING. CONTRACTOR SHALL MAKE ALL
NECESSARY REPAIRS TO THE EXISTING

RADIATION, ASSOCIATED PIPING, AND enov_ - .
VALVES REQUIRED FOR A FULLY

FUNCTIONING SYSTEM.
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