




























































B-H1 BOILER 13 480 3 EC

B-H2 BOILER 13 480 3 EC

B-H3 BOILER 13 480 3 EC

BP-H1 BOILER PUMP 5 480 3 EC

BP-H2 BOILER PUMP 5 480 3 EC

BP-H3 BOILER PUMP 5 480 3 EC

HWP-H1 PUMP 25 480 3 UNIT 1

HWP-H2 PUMP 25 480 3 UNIT 1

WH-1 WATER HEATER 3.2 120 1 EC

HWRP-1 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

UH-H1 UNIT HEATER 1/3 120 1 ECH1L1-23 N/A N/A 2#12,#12G,1/2"C

NOTES:
1. FULL VOLTAGE, NON-REVERSING. NEMA SIZE 1. NEMA 1 ENCLOSURE. 480 VOLT, 3 PHASE.

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH CCT NO.
DISC.  
FURN  

BY

STARTER
CIRCUIT WIRING NOTE

TYPE BY

Sub H Equipment

SBDP-J - 2 N/A N/A 3#12,#12G,1/2"C

SBDP-J - 4 N/A N/A 3#12,#12G,1/2"C

SBDP-J - 8 N/A N/A 3#12,#12G,1/2"C

SBDP-J - 19 FVNR EC 3#12,#12G,1/2"C

SBDP-J - 21 FVNR EC 3#12,#12G,1/2"C

SBDP-J - 23 FVNR EC 3#12,#12G,1/2"C

SBDP-J - 16 VFD MC 3#8,#10G,3/4"C

SBDP-J - 18 VFD MC 3#8,#10G,3/4"C

H1L1-31 N/A N/A 2#12,#12G,1/2"C

H1L1-33 N/A N/A 2#12,#12G,1/2"C

A B C

864

384

132

120
208
3

EXISTING TO REMAIN 4
NEW

1P20 2

5 /

1 3P20 EF-1 OLD CIRCUIT?

3 / OLD CIRCUIT? 1P20 4

1P20 14

EXISTING JOHNSON CONTROL

7 1P20 BOILER JOHNSON CONTROL

9 1P20

17 1P20

13 1P20 EXISTING OLD CIRCUIT?

15 1P20 EXISTING OLD CIRCUIT? 1P20 16

19 1P20 SPARE EXF-1B

21 1P20

25 1P20 LIGHTING, J1067 OUTLETS JOHNSON CONTROL PANEL 1P20 26

33 1P20

27 1P20 REFRIGERANT MONITOR SPARE

31 1P20 WATER HEATER SPACE

39 - SPACE SPACE -

37 - SPACE SPACE -

TOTAL PHASE A: 384

41 - SPACE SPACE

* DENOTES HANDLELOCK 
CIRCUIT BREAKER

RATING: EXISTING VOLTAGE (LL):

DEMAND VA: 1380 FEEDER SIZE: EXISTING

TOTAL PHASE B: 132 ENCLOSURE: NEMA 1

PANEL : H1L1 110 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

JOHNSON CONTROL RECIR 
PUMP

1P20 6

1P20 10

1P20 8

11 1P20 SUB-D RECEPTACLES SPARE 1P20 12

AERATOR OLD CIRCUIT? 1P20 18

1P20 22SPARE FIRE ALARM PANEL

1P20 20

23 1P20 HANGING UNIT HEATER EM PUSH BUTTON CONTROL 1P20 24

1P20 28

29 1P20 SPARE SPARE 1P20* 30

- 32

HWRP-1 SPACE - 34

35 SPACE SPACE - 36

38

NOTES: MOUNTING: SURFACE VOLTAGE (LN):

- 42

40

DEMAND AMPS: 3.8 LOCATION: SUB H

PHASE:
TOTAL PHASE C: 864 FED FROM: H1H1 WIRE:

CKT TRIP DESCRIPTION FRAME A B C TOTAL
1 30/3 SEWAGE EJECTOR 60/3 EXISTING EXISTING EXISTING 0
3 30/3 JOCKEY PUMP 60/3 EXISTING EXISTING EXISTING 0
5 30/3 AHU-23A 60/3 EXISTING EXISTING EXISTING 0
7 100/3 PANEL EMDP-2 150/3 EXISTING EXISTING EXISTING 0
9 30/3 COMPRESSOR #1 60/3 EXISTING EXISTING EXISTING 0
11 100/3 EM-5 (XFMR EM-5) 150/3 EXISTING EXISTING EXISTING 0
13 - FIRE PUMP 150/3 EXISTING EXISTING EXISTING 0
15 100/3 EXISTING 150/3 EXISTING EXISTING EXISTING 0
17 125/3 TEMP. CHILLER FEED 150/3 EXISTING EXISTING EXISTING 0
19 - SPACE - 0 0 0 0
21 - SPACE - 0 0 0 0
23 - SPACE - 0 0 0 0

CKT TRIP DESCRIPTION FRAME A B C TOTAL
2 60/3 HTG WATER PUMP 60/3 EXISTING EXISTING EXISTING 0
4 60/3 HTG WATER PUMP 60/3 EXISTING EXISTING EXISTING 0
6 30/3 COMPRESSOR #2 60/3 EXISTING EXISTING EXISTING 0
8 30/3 CONDENSATE PUMP 60/3 EXISTING EXISTING EXISTING 0
10 100/3 T-SB-JG 150/3 EXISTING EXISTING EXISTING 0
12 200/3 PANEL H2-C 200/3 EXISTING EXISTING EXISTING 0
14 30/3 SBPB-J 60/3 EXISTING EXISTING EXISTING 0
16 - SPACE - 0 0 0 0
18 - SPACE - 0 0 0 0
20 - SPACE - 0 0 0 0
22 - SPACE - 0 0 0 0

0 0 0 0
0 0 0 0

0

SBDP-J (EXISTING) 400 AMPERE, 277/480 VOLT, 3 PHASE, 4 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, 65kAIC 

LEFT

RIGHT

CALCULATED VA:
CALCULATED AMPS:

EXISTING TO 
REMAIN
DEMO
NEW

DEMAND VA:
DEMAND AMPS:

CKT TRIP DESCRIPTION FRAME A B C TOTAL
1 30/3 SEWAGE EJECTOR 60/3 EXISTING EXISTING EXISTING 0
3 30/3 JOCKEY PUMP 60/3 EXISTING EXISTING EXISTING 0
5 30/3 AHU-23A 60/3 EXISTING EXISTING EXISTING 0
7 100/3 PANEL EMDP-2 150/3 EXISTING EXISTING EXISTING 0
9 30/3 COMPRESSOR #1 60/3 EXISTING EXISTING EXISTING 0
11 100/3 EM-5 (XFMR EM-5) 150/3 EXISTING EXISTING EXISTING 0
13 - FIRE PUMP 150/3 EXISTING EXISTING EXISTING 0
15 100/3 EXISTING 150/3 EXISTING EXISTING EXISTING 0
17 125/3 TEMP. CHILLER FEED 150/3 EXISTING EXISTING EXISTING 0
19 15/3 BP-H1 60/3 2105 2105 2105 6316
21 15/3 BP-H2 60/3 2105 2105 2105 6316
23 15/3 BP-H3 60/3 2105 2105 2105 6316

CKT TRIP DESCRIPTION FRAME A B C TOTAL
2 20/3 BOILER H1 60/3 3601 3601 3601 10803
4 20/3 BOILER H2 60/3 3601 3601 3601 10803
6 30/3 COMPRESSOR #2 60/3 EXISTING EXISTING EXISTING 0
8 20/3 BOILER H3 60/3 3601 3601 3601 10803
10 100/3 T-SB-JG 150/3 EXISTING EXISTING EXISTING 0
12 200/3 PANEL H2-C 200/3 EXISTING EXISTING EXISTING 0
14 30/3 SBPB-J 60/3 EXISTING EXISTING EXISTING 0
16 70/3 HWP-H1 100/3 9418 9418 9418 28254
18 70/3 HWP-H2 100/3 0 0 0 0
20 - SPACE - 0 0 0 0
22 - SPACE - 0 0 0 0

26537 26537 26537 79610
96 96 96 96

79610
96

NEW DEMAND VA:
NEW DEMAND AMPS:

EXISTING TO 
REMAIN
DEMO
NEW

SBDP-J (NEW) 400 AMPERE, 277/480 VOLT, 3 PHASE, 4 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, 65kAIC 

LEFT

RIGHT

NEW CALCULATED VA:
NEW CALCULATED AMPS:



A B C

277
480
3

EXISTING TO REMAIN 4
NEW
DEMO

DEMAND VA: 0 FEEDER SIZE: EXISTING
0 FED FROM: WIRE:

DEMAND AMPS: 0.0 LOCATION: SUB D

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 - SPACE SPACE - 42

39 - SPACE SPACE - 40

37 - SPACE SPACE - 38

35 - SPACE SPACE - 36

33 - SPACE SPACE - 34

31 - SPACE SPACE - 32

29 - SPACE SPACE - 30

27 - SPACE SPACE - 28

25 1P20 SPARE SPARE 1P20 26

23 1P20 SPARE / 24

21 / / 22

19 3P30 SPARE SPARE 3P100 20

17 / / 18

15 / / 16

13 3P60 T-SB6 TRANSFORMER SB-2 3P100 14

11 / / 12

9 / / 10

7 3P30 AIR COMPRESSOR P-2 HEATING WATER PUMP 3P100 8

5 / / 6

3 / / 4

1 3P100 P-1 CONDENSATE WATER PUMP #1 3P30 2

DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

SB-2A (EXISTING/DEMO) 200 AMPERE MAIN BREAKERPANEL :
CKT. 
NO.

BRKR
A B C

21329

21329

21329
2105

2105

2105

1404

1032

1032

2105

2105

2105

2105

2105

2105

3601
3601

3601
3601

3601
3601

3601

3601

3601
277
480
3

EXISTING TO REMAIN 4
NEWDEMAND VA: 118811 FEEDER SIZE: EXISTING

DEMAND AMPS: 142.9 LOCATION: SUB D

TOTAL PHASE B: 39480 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 39480 FED FROM: WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 39852 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 / SPACE - 42

39 / SPACE - 40

37 3P20 B-D2 SPACE - 38

35 / / 36

33 / / 34

31 3P20 B-D1 B-D3 3P20 32

29 - SPACE / 30

27 - SPACE / 28

25 1P20 SPARE BP-D3 3P15 26

23 1P20 SPARE / 24

21 / / 22

19 3P30 SPARE BP-D2 3P15 20

17 / / 18

15 / / 16

13 3P60 T-SB6 TRANSFORMER SB-2 3P100 14

11 / / 12

9 / / 10

7 3P30 AIR COMPRESSOR BP-D1 3P15 8

5 / / 6

3 / / 4

1 3P110 HWP-D1 HWP-D2 3P110 2

PANEL :
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION

SB-2A (REMODELED) 200 AMPERE MAIN BREAKER
BRKR

CKT.  
NO. A B C

540

168

168

864

864

864

120
208
3

EXISTING TO REMAIN 4
NEWDEMAND VA: 3468 FEEDER SIZE: EXISTING

DEMAND AMPS: 9.6 LOCATION: SUB D

TOTAL PHASE B: 1032 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 1032 FED FROM: SB-2A WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 1404 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 - - - 42

39 - SPARE 1P20 40

37 - - - 38

35 1P20 UH-D3 - - 36

33 1P20 UH-D2 / 34

31 1P20 UH-D1 SUB A SUMP PUMP #2 2P20 32

29 / SPARE
SUMP PUMP 1 CONTROL 

CIRCUIT
1P20 30

27 / SPARE / 28

25 3P30 SPARE SUB A SUMP PUMP #1 2P20 26

23 / UTILITY RECEPT. AT PANEL 1P20 24

21 / DOMESTIC HOT WATER PUMP 2 1P20 22

19 3P60 EXTERIOR OUTLET SUB A SUMP PUMP REC 1P20 20

17 1P20 HWRP-3 DOMESTIC HOT WATER PUMP 1 1P20 18

15 1P20 HWRP-2 JOHNSON CONTROL 1P20 16

13 1P20 WH-2 SPARE 1P20 14

11 1P20 FIRE ALARM PANEL DATA D2027 1P20 12

9 1P20 PANEL REC JOHNSON CONTROL 1P20 10

7 1P20 BOILER FEED DRYER 1P20 8

5 / / 6

3 / / 4

1 3P100 PANEL SB-5 MAIN BREAKER 3P100 2

PANEL : SB-2 100 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

B-D1 BOILER 13 480 3 EC  

B-D2 BOILER 13 480 3 EC

B-D3 BOILER 13 480 3 EC

BP-D1 BOILER PUMP 5 480 3 EC 1

BP-D2 BOILER PUMP 5 480 3 EC 1

BP-D3 BOILER PUMP 5 480 3 EC 1

HWP-D1 PUMP 60 480 3 UNIT

HWP-D2 PUMP 60 480 3 UNIT

WH-2 WATER HEATER 4.5 120 1 EC

HWRP-2 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

HWRP-3 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

UH-D1 UNIT HEATER 1/3 120 1 EC

UH-D2 UNIT HEATER 1/3 120 1 EC

UH-D3 UNIT HEATER 1/3 120 1 ECSB-2 - 35 N/A N/A 2#12,#12G,1/2"C

SB-2 - 31 N/A N/A 2#12,#12G,1/2"C

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH CCT NO.
DISC.  
FURN  

BY

STARTER
CIRCUIT WIRING NOTE

TYPE BY

Sub D Equipment

SB-2A - 31/33/35 N/A N/A 3#12,#12G,1/2"C

SB-2A - 37/39/41 N/A N/A 3#12,#12G,1/2"C

SB-2A - 32/34/36 N/A N/A 3#12,#12G,1/2"C

SB-2A - 8/10/12 FVNR EC 3#12,#12G,1/2"C

SB-2A - 20/22/24 FVNR EC 3#12,#12G,1/2"C

SB-2A - 26/28/30 FVNR EC 3#12,#12G,1/2"C

SB-2A - 1/3/5 VFD MC 3#3,#8G,1-1/4"C

SB-2A - 2/4/6 VFD MC 3#3,#8G,1-1/4"C

SB-2 - 13 N/A N/A 2#12,#12G,1/2"C

SB-2 - 15 N/A N/A 2#12,#12G,1/2"C

SB-2 - 17 N/A N/A 2#12,#12G,1/2"C

NOTES:
1. FULL VOLTAGE, NON-REVERSING. NEMA SIZE 1. NEMA 1 ENCLOSURE. 480 VOLT, 3 PHASE.

SB-2 - 33 N/A N/A 2#12,#12G,1/2"C



B-A1 BOILER 20 120 1 EC

B-A2 BOILER 20 120 1 EC

B-A3 BOILER 20 120 1 EC

BP-A1 BOILER PUMP 2 208 1 EC 1

BP-A2 BOILER PUMP 2 208 1 EC 1

BP-A3 BOILER PUMP 2 208 1 EC 1

HWP-A1 PUMP 10 480 3 UNIT

HWP-A2 PUMP 10 480 3 UNIT

WH-3 WATER HEATER 4.5 120 1 EC

HWRP-4 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

HWRP-5 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

UH-A1 UNIT HEATER 1.4 F 120 1 EC

UH-A2 UNIT HEATER 1.4 F 120 1 EC

SB-3A - 13 N/A N/A 2#12,#12G,1/2"C

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH CCT NO.
DISC.  
FURN  

BY

STARTER
CIRCUIT WIRING NOTE

TYPE BY

Sub A Equipment

SB-3.1 - 1 N/A N/A 2#10,#12G,1/2"C

SB-3.1 - 3 N/A N/A 2#10,#12G,1/2"C

SB-3.1 - 5 N/A N/A 2#10,#12G,1/2"C

SB-3.1 - 2/4 FVNR EC 3#12,#12G,1/2"C

SB-3.1 - 6/8 FVNR EC 3#12,#12G,1/2"C

SB-3.1 - 10/12 FVNR EC 3#12,#12G,1/2"C

SB-3A - 2/4/6 VFD MC 3#12,#12G,1/2"C

SB-3A - 8/10/12 VFD MC 3#12,#12G,1/2"C

SB-3A - 7 N/A N/A 2#12,#12G,1/2"C

SB-3A - 9 N/A N/A 2#12,#12G,1/2"C

SB-3A - 11 N/A N/A 2#12,#12G,1/2"C

NOTES:
1. FULL VOLTAGE, NON-REVERSING. NEMA SIZE 1. NEMA 1 ENCLOSURE. 208 VOLT, 1 PHASE.

SB-3A - 15 N/A N/A 2#12,#12G,1/2"C

CKT TRIP DESCRIPTION FRAME A B C TOTAL
1 - SPACE - EXISTING EXISTING EXISTING 0
2 350/3 PDP-5 350/3 EXISTING EXISTING EXISTING 0
3 400/3 PWR DISTRIBUTION4 400/3 EXISTING EXISTING EXISTING 0
4 800/3 MAIN BREAKER 800/3 EXISTING EXISTING EXISTING 0

CKT TRIP DESCRIPTION FRAME A B C TOTAL
5 - SPACE - EXISTING EXISTING EXISTING 0
6 30/3 VFD P-7A/7B 60/3 EXISTING EXISTING EXISTING 0
7 35/3 PANEL 27 60/3 EXISTING EXISTING EXISTING 0
8 50/3 ATS-3 60/3 EXISTING EXISTING EXISTING 0
9 200/3 ATS-SB-3 250/3 EXISTING EXISTING EXISTING 0
10 50/3 SPARE 100/3 EXISTING EXISTING EXISTING 0
11 100/3 SPARE 150/3 EXISTING EXISTING EXISTING 0

0 0 0 0
0 0 0 0

0
DEMO DEMAND VA:
NEW DEMAND AMPS:

PANELBOARD NO. 4 (EXISTING) 800 AMPERE, 277/480 VOLT, 3 PHASE, 4 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, 65kAIC 

LEFT

RIGHT

EXISTING TO 
REMAIN

CALCULATED VA:
CALCULATED AMPS:

A B C

277
480
3

EXISTING TO REMAIN 4
NEW
DEMODEMAND AMPS: 0.0 LOCATION: SUB A

DEMAND VA: 0 FEEDER SIZE: EXISTING
TOTAL PHASE C: 0 FED FROM: WIRE:
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE A: 0 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

NOTES: MOUNTING: SURFACE VOLTAGE (LN):

41 - - 42

39 - - 40

37 - - 38

35 - - 36

33 - - 34

31 - - 32

29 - - 30

27 - - 28

25 1P20 SPARE SPARE 1P20 26

23 1P20 SPARE SPARE 1P20 24

21 1P20 SPARE SPARE 1P20 22

19 1P20 SPARE SPARE 1P20 20

17 / / 18

15 / / 16

13 3P100 TRANSFORMER SB-3 SPARE 3P30 14

11 / / 12

9 / / 10

7 3P30 AIR COMPRESSOR SPARE 3P100 8

5 / / 6

3 / / 4

1 3P30 P-6 CONDENSATE WATER PUMP 3P30 2

DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

PANEL : SB-3A (EXISTING/DEMO) 200 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR
A B C
3878

8792
3878

8420
3878

7556

277
480
3

EXISTING TO REMAIN 4
NEW FEEDER SIZE: EXISTING

DEMAND AMPS: 43.8 LOCATION: SUB A

11434 FED FROM: WIRE:
DEMAND VA: 36402

12298 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C:

* DENOTES HANDLELOCK 
CIRCUIT BREAKER

RATING: EXISTING VOLTAGE (LL):
TOTAL PHASE B:

SURFACE VOLTAGE (LN):
TOTAL PHASE A: 12670

NOTES: MOUNTING:

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 1P20 SPARE SPARE 1P20 26

23 1P20 SPARE SPARE 1P20 24

21 1P20 SPARE SPARE 1P20 22

19 1P20 SPARE SPARE 1P20 20

17 / / 18

15 / / 16

13 3P100 TRANSFORMER SB-3 SPARE 3P30 14

11 / / 12

9 / / 10

7 3P30 AIR COMPRESSOR HWP-A2 3P25 8

5 / / 6

3 / / 4

1 3P60 TRANSFORMER SB-3.1 HWP-A1 3P25 2

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

CKT. 
NO.

PANEL : SB-3A (REMODELED) 200 AMPERE MAIN BREAKER

A B C
2494

2400
2494

2400
2494

2400
2494

540
2494

168
2494

168

864

864

120
208
3

EXISTING TO REMAIN 4
NEWDEMAND VA: 24768 FEEDER SIZE: 4#3,#8G,1-1/4"C

DEMAND AMPS: 68.8 LOCATION: SUB A

TOTAL PHASE B: 8420 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 7556 FED FROM: SB-3A-1/3/5 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 8792 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 1P20 UH-A2 16

13 1P20 UH-A1 14

11 1P20 HWRP-5 / 12

9 1P20 HWRP-4 BP-A3 2P25 10

7 1P20 WH-3 / 8

5 1P25 B-A3 BP-A2 2P25 6

3 1P25 B-A2 / 4

1 1P25 B-A1 BP-A1 2P25 2

PANEL : SB-3.1 (NEW) 100 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.



B-G1 BOILER 15 480 3 EC

B-G2 BOILER 15 480 3 EC

BP-G1 BOILER PUMP 2 208 1 EC

BP-G2 BOILER PUMP 2 208 1 EC

HWP-G1 PUMP 20 480 3 UNIT 1

HWP-G2 PUMP 20 480 3 UNIT 1

WH-4 WATER HEATER 3.2 120 1 EC

HWRP-6 HOT WATER RECIRC. PUMP 1.4 F 120 1 EC

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH CCT NO.
DISC.  
FURN  

BY

STARTER
CIRCUIT WIRING NOTE

TYPE BY

Sub G Equipment

SB-1A - 31/33/35 N/A N/A 3#12,#12G,1/2"C

SB-1A - 37/39/41 N/A N/A 3#12,#12G,1/2"C

SB-1 - 27/29 FVNR EC 3#12,#12G,1/2"C

SB-1 - 31/33 FVNR EC 3#12,#12G,1/2"C

SB-1A - 32/34/36 VFD MC 3#10,#12G,1/2"C

SB-1A - 38/40/42 VFD MC 3#10,#12G,1/2"C

SB-1 - 35 N/A N/A 2#12,#12G,1/2"C

SB-1 - 37 N/A N/A 2#12,#12G,1/2"C

NOTES:
1. FULL VOLTAGE, NON-REVERSING. NEMA SIZE 1. NEMA 1 ENCLOSURE. 480 VOLT, 3 PHASE.

A B C

277
480
3

EXISTING TO REMAIN 4
NEW
DEMO

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0.0 LOCATION: SUB G

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 - - / 42

39 - - / 40

37 - - HP-005A 3P30 38

35 - - / 36

33 - - / 34

31 - - HP-005 3P30 32

29 - - - - 30

27 - - - - 28

25 1P20 SPARE SPARE 1P20 26

23 1P20 SPARE SPARE 1P20 24

21 1P20 SPARE SPARE 1P20 22

19 1P20 SPARE SPARE 1P20 20

17 / SPARE 1P20 18

15 / SPARE 1P20 16

13 3P100 TRANSFORMER SB-1 SPARE 1P20 14

11 / / 12

9 / / 10

7 3P30 WEST STAIRWELL HEAT PLANETARIUM TUNNEL 3P30 8

5 / / 6

3 / / 4

1 3P30 EAST STAIRWELL HEAT CONDENSATE PUMP (SUB B) 3P30 2

PANEL : SB-1A (EXISTING/DEMO) 200 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO. A B C

2662

4988

2878

7479
4155

7479
4155

7479
4155

7479
4155

7479
4155

7479
4155

277
480
3

EXISTING TO REMAIN 4
NEW
DEMO

DEMAND VA: 80332.32 FEEDER SIZE: EXISTING
DEMAND AMPS: 96.6 LOCATION: SUB G

TOTAL PHASE B: 28256.16 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 26146.08 FED FROM: WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 25930.08 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 / / 42

39 / / 40

37 3P20 B-G2 HWP-G2 3P60 38

35 / / 36

33 / / 34

31 3P20 B-G1 HWP-G1 3P60 32

29 - - - - 30

27 - - - - 28

25 1P20 SPARE SPARE 1P20 26

23 1P20 SPARE SPARE 1P20 24

21 1P20 SPARE SPARE 1P20 22

19 1P20 SPARE SPARE 1P20 20

17 / SPARE 1P20 18

15 / SPARE 1P20 16

13 3P100 TRANSFORMER SB-1 SPARE 1P20 14

11 / / 12

9 / / 10

7 3P30 WEST STAIRWELL HEAT PLANETARIUM TUNNEL 3P30 8

5 / / 6

3 / / 4

1 3P30 EAST STAIRWELL HEAT SPARE 3P30 2

PANEL : SB-1A (REMODELED) 200 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

2494

2494

2494

2494

384

168

120
208
3

EXISTING TO REMAIN 4
NEWDEMAND VA: 10528 FEEDER SIZE: EXISTING

DEMAND AMPS: 29.2 LOCATION: SUB G

TOTAL PHASE B: 4988 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 2878 FED FROM: SB-1A - 13/15/17 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 2662 * DENOTES HANDLELOCK 

CIRCUIT BREAKER
RATING: EXISTING VOLTAGE (LL):

41 - - EXISTING 1P20 42

39 - - EXISTING 1P20 40

37 1P20 HWRP-6 EXISTING 1P20 38

35 1P20 WH-4 EXISTING 1P20 36

33 / EXISTING 1P20 34

31 2P25 BP-G2 UTILITY REC. AT PANEL 1P20 32

29 / SPARE 1P20 30

27 2P25 BP-G1 / 28

25 1P20 WEST STAIRWELL GEN LITES / 26

23 1P20 EAST STARWELL GEN LITES WEST WASHER RM 1034 3P15 24

21 1P20 DUCANE CLOCK / 22

19 1P20 EXISTING / 20

17 1P20 EXISTING EAST WASHER RM 1034 3P15 18

15 1P20 EXISTING EXISTING 1P20 16

13 / POLIEC A/C 1P20 14

11 2P20 SUMP BLDG F EAST DRYER 1P20 12

9 / SPARE 1P20 10

7 2P20
CONDENSATE PUMP UNIT BLDG 

F
FPU 11/12 BLDG G 1P20 8

5 1P20 FPU BLDG F / 6

3 1P20 FPU/DX CONTROLLER SUB B / 4

1 1P20 NETWORK SWITCHES BLDG F MAIN BREAKER 3P100 2

PANEL : SB-1 (REMODELED) 100 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.



B-U1 BOILER 20 120 1 EC

B-U2 BOILER 20 120 1 EC

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH

2#10,#12G,1/2"C

CCT NO.
DISC.  
FURN  

BY

STARTER
CIRCUIT WIRING NOTE

TYPE BY

NOTES:

Sub U Equipment

1EPL1-29 N/A N/A 2#10,#12G,1/2"C

1EPL1-33 N/A N/A

A B C A B C

2400

2400
120 120
208 208
3 3

EXISTING TO REMAIN 4 EXISTING TO REMAIN 4
NEW NEW
DEMO DEMO

1EPL1 SECTION 1 (REMODELED) 110 AMPERE MAIN BREAKER

FEEDER SIZE: EXISTING
LOCATION: U1116 DEMAND AMPS: 13.3 LOCATION: U1116

2400 FED FROM: WIRE:
FEEDER SIZE: EXISTING DEMAND VA: 0

2400 ENCLOSURE: NEMA 1 PHASE:
FED FROM: WIRE: TOTAL PHASE C:

* DENOTES HANDLELOCK 
CIRCUIT BREAKER

RATING: EXISTING VOLTAGE (LL):
ENCLOSURE: NEMA 1 PHASE: TOTAL PHASE B:

SURFACE VOLTAGE (LN):
* DENOTES HANDLELOCK 
CIRCUIT BREAKER

RATING: EXISTING VOLTAGE (LL): TOTAL PHASE A: 0
NOTES: MOUNTING: SURFACE VOLTAGE (LN): NOTES: MOUNTING:

59 1P20* TEMP CONTROL PANEL TEMP CONTROL PANEL 1P20* 6029 1P25 B-U1 SPARE 1P20 30

57 1P20* TEMP CONTROL PANEL / 5827 1P20 REC (OLD 27+29) REC 1P20 28

55 1P20* TEMP CONTROL PANEL / 5625 1P20 BATHROOM SENSORS REC 1P20 26

53 1P20 REC FIRE DOOR 3P20 5423 1P20 BATHROOM SENSORS BATHROOM SENSORS 1P20 24

51 1P20 TEMP CONTROL PANEL ELECTRONIC BELL 1P20 5221 1P20 BATHROOM SENSORS BATHROOM SENSORS 1P20 22

49 1P20 SMOKE DAMPERS SMOKE DAMPERS 1P20 5019 1P20 REC BATHROOM SENSORS 1P20 20

47 1P20 SMOKE DAMPERS SMOKE DAMPERS 1P20 4817 1P20 REC BATHROOM SENSORS 1P20 18

45 1P20 SP-2 DOOR HOLDS 1P20* 4615 1P20 SECURITY PANEL BATHROOM SENSORS 1P20 16

43 1P20 BATHROOM SENSORS SECURITY PANEL 1P20* 4413 1P20 SECURITY PANEL BATHROOM SENSORS 1P20 14

41 1P20 REC SECURITY PANEL 1P20* 4211 1P20 SECURITY PANEL BATHROOM SENSORS 1P20 12

39 1P20 REC SECURITY PANEL 1P20 409 1P20 REC REC 1P20 10

37 1P20 REC REC 1P20 387 1P20 REC REC 1P20 8

35 1P20 REC PYXIS, SINK CORR 3015 1P20 365 1P20 SECURITY PANEL / 6

33 1P25 B-U2 REC 1P20 34

REC (OLD 31+33) REC 1P20 32

3 1P20 SECURITY PANEL / 4

BRKR
CKT.  
NO.

1 1P20 SECURITY PANEL SPD-2 3P20 2 31 1P20

CKT.  
NO.

CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION

PANEL : PANEL : 1EPL1 SECTION 2 (REMODELED)
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR


