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GENERAL NOTES

1. REFER TO DRAWING G100 FOR PROJECT GENERAL NOTES.
REFER TO SPECIFICATIONS FOR SCHEDULES OF FIREPROOFING OF STRUCTURAL MEMBERS AND ASSEMBLIES.
FIRE SEPARATION ASSEMBLIES ARE DEPICTED IN PLAN ON THIS DRAWING.

i

PENETRATIONS INTO AND THROUGH EXIT STAIR ENCLOSURES ARE PROHIBITED EXCEPT FOR REQUIRED EXIT DOORS,
AND FOR DUCTS, PIPING AND CONDUITS THAT TERMINATE IN, AND ARE NECESSARY FOR SERVING, THE STAIR
ENCLOSURES.

5. COORDINATE AND PERFORM THE WORK OF ALL CONTRACTS IN ACCORDANCE WITH THE INFORMATION CONTAINED IN
THIS DRAWING.
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BUILDING CODE DATA

2009 International Building Code
2009 International Mechanical Code
2009 International Fuel Gas Code
2011 National Electric Code
2014 IL State Plumbing Code
2009 International Fire Code
2015 International Conservation Code
1997 IL Accessibility Code
NFPA 101

APPLICABLE BUILDING CODE:

Batavia, Illinois 60510

tel. 630.406.1213
Gurnee, lllinois 60031

tel. 847.336.3428
www.kluberinc.com

Kluber, Inc.

% Local Amendments to the above codes
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MECHANICAL
570 GSF 0
CORRIDOR

15 ] 80

=—
INCREASES)
74 5]
CLASSROON ‘ OTES:
885 NSF - A | 655 NSF_| :
[Ty [20] 32 |
LA
A}
. =
| CLASSROOM
680 NSF
P 20| 34

S oEm RATINGS OF BUILDING ELEMENTS

96 96

/ A
8%%‘4
N
|
B
Y
|
N—uJV

6671330
128 :

' ————
.
—_— I EE=Ter——8
OFFICE OFFICE 300] 0 S *&4
110 G 19 G o STO‘IgAGE - 100 GSF
100] 1 100] 1 OFFICE 200 CSF | 60 - 100] 1
( \ 752 GSF 300 | 0 < >
08 100] 7 925 NSF ] . I .
1 100 A
CORRIDOR| 7 }
04
OFFICE

1125 W 135TH STREET
ROMEOVILLE, IL 60446

CONSTRUCTION
TYPE 2-B

JOLIET JUNIOR COLLEGE

STRUCTURAL
FRAME

0 HOUR

Bl
{2

BEARING WALL
EXTERIOR

0 HOUR

“‘ga 120 7 ~ 83
110 GSF 110 GSF 110 GSF | ASSEWBLY | 7 N
100] 1 100] 1 100] 1 380 NSF 63
AN 15 [ 26 20] 6
ASSEMBLY
365 NSF
15 | 24 =

BEARING WALL
INTERIOR

0 HOUR

FLOOR
CONSTRUCTION

S —— 664 NSF 47
20 02 [20] 33 | [20T35] [ STorace

0 HOUR

103
SORRIOOR v 20 .| . [

9"

OFFICE CORRIDOR 52 GSE

O 66”330 w_ﬁﬁ% % 300] 0
128 —— —— —

ROOF 0 HOUR LABORATORY/ 0 HOUR (SMOKE
CONSTRUCTION VOCATIONAL SEAL)

STAIRS AND 0 HOUR BOILER AND 0 HOUR (SMOKE
SHAFTS FURNACE ROOM SEAL)

LEGEND

27 NSF
0] 3

MR

ELEC. RM.
70 GSF
300] o anal

[20] 49 |

ROMEOVILLE CAMPUS ADDITIONS AND REMODELING

593 NSF
20 30 ] 33"2Igf35 SMOKE BARRIER

66”1330
128

S— T E—
I= 6] . E 1-HR RATED FIRE SEPARATION ASSEMBLY OR EXTERIOR WALL

|

|

L[ |
o
Lt |
L&

T

1-HR RATED FIRE SEPARATION @ FLOOR ASSEMBLY ABOVE

SPACE EGRESS INFORMATION:
ROOM SIZE (IN NET OR GROSS S.F.)
OCCUPANCY TYPE

TOTAL NUMBER OF OCCUPANTS
NET/GROSS S.F. PER OCCUPANT

703 NSF
CLASSROOM
20 | 35—

\

EXIT EGRESS INFORMATION:
‘ ‘ /—— CLEAR OPENING WIDTH (INCHES)
33"|220——— EGRESS CAPACITY (PEOPLE)
100 +————— ANTICIPATED EGRESS LOAD (PEOPLE)

—_ - — ) DIRECTION OF EGRESS TRAVEL

o ___ TRAVEL ROUTE AND DISTANCE FROM MOST
REMOTE POINT (FEET)

ISSUED
BID DOCUMENTS

12/29/16

EXIT CALCULATIONS

MEANS OF Numger | MIN-WIDTH | MIN. CLR. | o) Exir JOBNO.  15-292-1010

PANT OF EXIT |WID. OF EXIT
EGRESS °°fc‘,’ AD OFEXITS | graIRs [pDOORWAYS| WIPTH DRAWN JAB
COMPARTMENT

REQ'D. | ACTUAL | REQ'D. | ACTUAL [ REQ'D. | ACTUAL [ REQ'D. | ACTUAL | REMARKS CHECKED CDH

FIRST FLOOR 979 3 1 NA | NA 32 33 | 196" | 660" APPROVED CDH

SHEET TITLE

CODE REVIEW -
BUILDING
CONSTRUCTION,
MEANS OF EGRESS

EXIT CALCULATION REMARKS SHEET NUMBER

P:\1010 - JJC - Romeoville Interior Renovations, Exterior Masonry and Addition\30_Design\Dwgs\DD-CD\01_Gen\1010G0300.dwg, 12/23/2016 10:38:02 AM, jab

FIRST FLOOR CODE REVIEW PLAN " DETERMINING THE TOTAL OCGUPANT LOAD F THE EGRESS COMPARTVENT. G300

SCALE: 1/16" =1'-0"
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LEGEND
EXISTING ELEVATION

——————————————— ~ EXISTING CONTOUR
PROPOSED CONTOUR PER PREVIOUS PLANS
PROPOSED ELEVATION PER PREVIOUS PLANS

PROPOSED TOP OF CURB ELEVATION PER PREVIOUS PLANS
PROPOSED FLOW LINE ELEVATION PER PREVIOUS PLANS

EXISTING OVERHEAD UTILITY LINE
EXISTING UTILITY POLE

EXISTING ELECTRIC CONTROL BOX
EXISTING ELECTRIC PEDESTAL

EXISTING ELECTRIC METER

EXISTING ELECTRIC HANDHOLE

EXISTING UNDERGROUND ELECTRIC LINE
EXISTING UNDERGROUND TELEPHONE LINE
EXISTING UNDERGROUND FIBER OPTIC LINE
EXISTING UNDERGROUND GASMAIN
EXISTING LIGHT

EXISTING GAS METER

EXISTING PHONE BOX

EXISTING FLAG POLE

EXISTING SIGN

EXISTING CABLE T.V. HANDHOLE

EXISTING CABLE T.V. PEDESTAL

EEOoQPQUAxX

EXISTING TELEPHONE PEDESTAL
EXISTING MANHOLE (AS NOTED)
EXISTING SANITARY SEWER
EXISTING STORM INLET
EXISTING STORM SEWER
EXISTING WATERMAIN

EXISTING WATER SERVICE
EXISTING FIRE HYDRANT
EXISTING WATER VALVE IN VAULT
EXISTING WATER VALVE IN BOX
EXISTING BUFFALO BOX
EXISTING TREE OR BUSH LINE
EXISTING WETLAND LIMITS

EXISTING TREES W/ SIZE

R.C.P. REINFORCED CONCRETE PIPE
C.P.P. CORRUGATED PLASTIC PIPE
mea. MEASURED
rec. RECORDED
calc. CALCULATED
® FOUND SURVEY MONUMENT
[ ] SET 5/8" REBAR UNLESS
OTHERWISE NOTED
\ )

EXISTING CONDITIONS NOTE:

1.) EXISTING UTILITIES DEPICTED HEREON ARE BASED ON FIELD LOCATIONS OF
J.U.L.LE. MARKINGS, ABOVE GROUND EVIDENCE AND PROVIDED COMPANY
UTIUTY MAPS AS NOTED AT THE TIME OF THIS SURVEY. CONTACT J.U.L.LE.
PRIOR TO ANY CONSTRUCTION. EXISTING UTIUTIES ENCOUNTERED DURING
CONSTRUCTION ARE TO BE PROTECTED, RELOCATED OR REMOVED BASED ON
MUNICIPAL AND UTILITY COMPANY GUIDELINES. COORDINATE WITH
APPROPRIATE GOVERNING ENTITIES.

COUNTY OF WILL BENCHMARK:

CONTROL MONUMENT (STATION 403) LOCATED ON THE SOUTH SIDE
OF ROMED ROAD AND £0.25 MILES WEST OF ILLINOIS ROUTE 53.
ELEVATION = 628.26 (NAVD 88) FIELD VERIFY BENCHMARK.

SITE_BENCHMARK #1:

BONNET BOLT OF FIRE HYDRANT LOCATED NEAR THE EASTERLY
ENTRANCE OF EXISTING BUILDING AS NOTED ON PLAN.
ELEVATION = 672.38 (NAVD 88) FIELD VERIFY BENCHMARK.

i

(Romeo Road) Street §

135th

QeI

aALI(J

KEY MAP

SCALE: 1" = 400’
\\ v
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-

Ruettiger, Tonelli & Associates, Inc.

Surveyors ®Engineers ®Planners eLandscape Architects .1.S. Consultants

129 CAPISTADRIVE - SHOREWOOD, ILLINOIS 60404
PH. (815) 744-6600 FAX (815) 744-0101
website: www.ruettigertonelli.com

R.T. & A. Dwg. No.: 416-0987-C1

& A

LATEST R.T.& A. REVISION: 12-29-2016
FIELD BOOK & PAGE: JJC3, P. 7-9
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JOB NO. 15-292-1010

DRAWN: R.P.@R.T.&A.
CHECKED: J.H.@R.T.&A.
APPROVED

SHEET TITLE

EXISTING
CONDITIONS

SHEET NUMBER

C100
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LEGEND
XXX XX EXISTING ELEVATION

EXISTING OVERHEAD UTILITY LINE
EXISTING UTILITY POLE

EXISTING ELECTRIC CONTROL BOX
EXISTING ELECTRIC PEDESTAL

EXISTING ELECTRIC METER

EXISTING ELECTRIC HANDHOLE

EXISTING UNDERGROUND ELECTRIC LINE
EXISTING UNDERGROUND TELEPHONE LINE

GRAPHIC SCALE EXISTING UNDERGROUND FIBER OPTIC LINE
0

20 20

EXISTING UNDERGROUND GASMAIN

( IN FEET ) EXISTING LIGHT
1 inch = 20 ft.

EXISTING GAS METER

-

D
O
=
A’

Architects + Engineers

EXISTING PHONE BOX

SAWCUT AND REMOVE EXISTING FLAG POLE

EXISTING CONCRETE
SIDEWALK (FULL DEPTH)
IN CROSS—HATCHED
AREA. (TYP.)

EXISTING SIGN
EXISTING CABLE T.V. HANDHOLE

EXISTING CABLE T.V. PEDESTAL

SESEOR=TOISIOR:

EXISTING TELEPHONE PEDESTAL

REMOVE EXISTING EXISTING MANHOLE (AS NOTED)
BUSH (TYP.)

EXISTING SANITARY SEWER

Batavia, lllinois 60510

tel. 630.406.1213
Gurnee, lllinois 60031

tel. 847.336.3428
www.kluberinc.com

Kluber, Inc.

EXISTING STORM INLET

EXISTING STORM SEWER

EXISTING WATERMAIN

EXISTING WATER SERVICE

\»Q( . al.
Yo
REMOVE AND REPLACE 1. : EXISTING FIRE HYDRANT

EXISTING SIDEWALK AS
REQUIRED FOR THE PROPOSED
SANITARY SEWER SERVICE
INSTALLATION. SAWCUT EDGES.

_ﬁt 1, EXISTING WATER VALVE IN VAULT

REMOVE EXISTING EXISTING WATER VALVE IN BOX
BUSH (TYP.)

EXISTING BUFFALO BOX

COORDINATE REMOVAL OF EXISTING TREE OR BUSH LINE
EXISTING SANITARY SEWER,

CLEANOUT AND MANHOLE WITH
CONSTRUCTION MANAGER AND

PLUMBING CONTRACTOR.

SAWCUT AND REMOVE
EXISTING CONCRETE
SIDEWALK (FULL DEPTH)

IN CROSS—HATCHED "
7z
AREA. (TYP.) @ = EXISTING TREES W/ SIZE

%

/7/|\\\

R.C.P. REINFORCED CONCRETE PIPE

7 7

\\\

C.P.P. CORRUGATED PLASTIC PIPE

mea. MEASURED

rec. RECORDED

cale. CALCULATED

FOUND SURVEY MONUMENT

| SET 5/8” REBAR UNLESS
OTHERWISE NOTED

EXISTING TREES TO BE REMOVED

EXISTING TREE TO BE PROTECTED
(SEE DETAIL ON SHEET C401)

EXISTING ITEM TO BE REMOVED AS NOTED

KRRRRKR KRR KRR XX XXX— EXISTING CURB TO BE REMOVED AS NOTED

EXISTING ITEM TO BE REMOVED AS NOTED

ALTERNATE BID 1 SITE
BASE BID SAWCUT AND REMOVE EXISTING BENCHMARK

EXISTING WETLAND LIMITS |

GRADE AREA TO
PROVIDE POSITIVE
RUNOFF_AND TOPSOIL.

PAVEMENT AND CURB AS REQUIRED
FOR UTILITY REMOVAL. COORDINATE
UTILITY REMOVAL AND RELOCATION

#

WITH GOVERNING UTILITY COMPANY.

ALTERNATE BID 1
REMOVE EXISTING SANITARY
SEWER AS REQUIRED FOR
PROPOSED IMPROVEMENTS.

1125 W 135TH STREET
ROMEOVILLE, IL 60446

BASE BID

JOLIET JUNIOR COLLEGE

REMOVE EXISTING
CONCRETE PAD, FENCE,
WALL AND ASSOCIATED
FOUNDATIONS.

ALTERNATE BID l| X 1911 W

EXISTING TREE TO 40 '4 ~ 1 1 I 1

BE PROTECTED. — %
\/l <[ | A 1

ALTERNATE BID 1 A oLl 12 _ o /PO" o I D l >

REMOVE AND RELOCATE EXISTING
UTILITIES. COORDINATE UTILITY
REMOVAL AND RELOCATION WITH
GOVERNING UTILITY COMPANY.

AN

<\ 4' <l . \,\’
%\' T 1a $?\ Ve ™\
N DEMOLITION PLAN NOTES:

AN
ALTERNATE BID 1 a8 r 1) CONTRACTOR TO VERIFY ALL QUANTITIES NOTED ON PLANS AND INCLUDE AS
REMOVE EXISTING ‘

TREE (TYP.) 1 4 2.) SAWCUT ALL PAVEMENT, CURB AND SIDEWALK JOINTS.

B 3.) FIELD VERIFY LOCATION OF EXISTING UTILITIES. PROVIDE ADEQUATE PROTECTION
OF UTILITIES TO REMAIN IN USE AND USE MUNICIPAL AND UTILITY COMPANY

\/ GUIDELINES FOR UTILITIES TO BE RELOCATED OR REMOVED. COORDINATE WITH
APPROPRIATE GOVERNING ENTITIES, THE CONSTRUCTION MANAGER AND
4\ DESIGNATED JJC REPRESENTATIVES.
ALTERNATE BID 1 = 4.) ALL MATERIAL NOTED AS "TO BE REMOVED” SHALL BE DISPOSED OF
PROVIDE PROTECTION 3 PROPERLY OFFSITE INCLUDING TREES, STUMPS, ROOTS AND SHRUBS UNLESS

FOR EXISTING UTILITIES ALTERNATE BID 1 OTHERWISE NOTED.

TO REMAIN IN USE. PROVIDE PROTECTION
FOR EXISTING UTILITES 5.) EXISTING ROADWAY AND PARKING AREAS SHALL REMAIN CLEAR AND FREE OF

TO REMAIN IN USE. ANY DEBRIS.

ROMEOVILLE CAMPUS ADDITIONS AND REMODELING

BASE BID

REPAIR PAVEMENT AS
NEEDED AND INSTALL
CURB AND GUTTER
ALONG PAVEMENT EDGE,

il

135th (Romeo Road) Street

ISSUED
BID DOCUMENTS

nqieiN

12/29/16

BN Tal

JOB NO. 15-292-1010
—— DRAWN: R.P.@R.T.&A.
CHECKED: J.H.@R.T.&A.

/—Volunteer Park—/ APPROVED
SHEET TITLE

KEY MAP

SCALE: 1" = 400'
\\ S

DEMOLITION PLAN

-

ONE~CAILL SYSTEM N . . .
COUNTY OF WILL BENCHMARK: I Ruettlger, Tonelli & Assoclates, Inc. SHEET NUMBER
CONTACT J.U.L.I.LE. at 811 or 800-892-0123 ggNR@zﬁ-OM%ggaxD@rgZgNMZg‘;) e Surveyorse Engineerse Planners® Landscape Architectse G.1.S. Consultants
48 Hours (2 Working Days) BEFORE YOU DIG. ELEVATION = 628.26 (NAVD 88) FIELD VERIFY BENCHMARK. 129 CAPISTADRIVE - SHOREWOOD, ILLINOIS 60404
) PH. (815) 744-6600 FAX (815) 744-0101
Include the following: SITE BENCHMARK #1: A website: www.ruettigertonelli.com
County. Citv/T hi. Section & ¥, Section N BONNET BOLT OF FIRE HYDRANT LOCATED NEAR THE EASTERLY
y. City/Township, Section & % Section No. ENTRANCE OF EXISTING BUILDING AS NOTED ON PLAN. LATESTRT.& A REVISION: 12292016 R.T. & A. Dwa. No.: 416-0987-C1
ELEVATION = 672.38 (NAVD 88) FIELD VERIFY BENCHMARK. , 1. . g. -
\ J FIELD BOOK & PAGE: JJC3, P. 7-9

N:\Tech\2016\0987\Engineering\Plan Sets\C1 - JJC Romeo Additions\C200 - Demolition Plan.dwg, Layoutl, 12/28/2016 2:09:09 PM, rpeeples
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GRAPHIC SCALE
20 0 20
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( IN FEET )
1 inch = 20 ft.

-

D
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=
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Architects + Engineers

S 3
o) o =
. 89 38 3
O vuN oY o
[ o - oM c
= £8 £8 &
SANITARY M.H. 104 TO BE = =3 T o 2
BUILT OVER EXISTING @ do o~ 2
SANITARY SEWER PIPE. ] =8 23 =
4' DIA, TYPE A = &% s5°2 %
W/FRAME & LID. Jo) IO
RIM 671.3 /TN 4 ) X o2 08
DROP CONNECTION TO SE AL
INV. 664.49 SE SR T LEGEND
INV. £659.72 NE, SW Yo e B
(FIELD VERIFY) . ¢ .5 .Y
5 SRR EXISTING PROPOSED
SANITARY M.H. 105 Ty
4 DIA, TYPE A SO
8" P.V.C. W/ FRAME & LID S Joox o0 ELEVATION
INV. $664.83 AT RIM 671.7 o
FOUNDATION WALL INV. 664.72 OVERHEAD UTILITY LINE
SANITARY M.H. 100 UTILITY POLE
4’ DIA., TYPE A LTS
W/FRAME & LID. FIELD X P
VERIFY NW INVERT. , 'P ELECTRIC CONTROL BOX
RIM 671.6 o)
INV. +664.73 /00 ELECTRIC PEDESTAL —
6‘6\ N ELECTRIC METER
10 LF. ~ 8" P.V.C, O ELECTRIC HANDHOLE
SDR26 @ 1.0% SLOPE. SEE ‘?O
PLUMBING PLANS FOR B” P.V.C. /o) g UNDERGROUND ELECTRIC LINE
CONNECTION AT BUILDING. INV. +664.83 AT /)) 7N
FOUNDATION WALL (o) e UNDERGROUND TELEPHONE LINE
BN )
(4 R UNDERGROUND GASMAIN
v - /
Y L ot LIGHT b 4
1y S
5 &) GAS METER w
A (D) PHONE BOX
e LV
AN FLAG POLE Z
- e —
LYY m] SIGN - I
© CABLE T.V. HANDHOLE m
CABLE T.V. PEDESTAL
1l TELEPHONE PEDESTAL Q
MANHOLE (AS NOTED) ® o
SANITARY SEWER ) )
SANITARY SEWER SERVICE Tt ) SR SRR )RR ) S S E
STORM INLET [ ] m
CATCHBASIN [ )
STORM SEWER > > m
WATERMAIN 8"W Q
WATER SERVICE
FIRE HYDRANT L 2 Z
WATER VALVE IN VAULT M <
WATER VALVE IN BOX
BUFFALO BOX o m
2L u
ASPHALT PAVEMENT AREA O - 3
ALTERNATE BID 1] o W
SANITARY M.H. 103 A Wl o
4’ DIA., TYPE A / \ y — - ¥ ©
W/FRAME & LID. FIELD F O -
VERIFY NW INVERT. ond
RIM 671.1 o — -
INV. +661.42 STE X I .
BENCHMARK Q o E -
#1 E -
™ =
ALTERNATE BID 1 1, ALTERNATE BID 1] Q 5 S
40 LF. ~ 8" P.V.C.
COORDINATE RELOCATION OF EXISTING -
PIPE, SDR35 @ 1.0% UNDERGROUND UTILITIES WITH THE < - = 8
J.J.C. CONSTRUCTION MANAGER, o)
():A(\)LCJ-II-?EDE':')I'AETI;E?(I)?::'I!ION OF EXISTING R L SONTRACTOR AND Wa =
UNDERGROUND UTILITIES WITH THE GOVERNING UTILITY COMPANY. (TvP.) = - 8
J.J.C. CONSTRUCTION MANAGER, @)
GENERAL CONTRACTOR AND =
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