


CKT FUSE DESCRIPTION FRAME A B C TOTAL
1 600/3 VET TECH DIS 600/3 0
2 200/3 PNL E, PNL F 400/3 0
3 60/3 S-7 100/3 0
4 60/3 AUTO SH CARBON 100/3 0
5 30/3 VET TECH ENERGY 100/3 0
6 30/3 AHU-14 100/3 0
7 30/3 AHU-18 100/3 0
8 30/3 AHU-15 100/3 0
9 S-3 100/3 0
10 F-39 100/3
11 COMPRESSORS 100/3 0

CKT FUSE DESCRIPTION FRAME A B C TOTAL
1 30/3 S-6 100/3 0
2 30/3 FAN 56, 57 100/3 0
3 100/3 S-4 100/3 0
4 100/3 TRANS T-8 (75kVA) 100/3 0
5 100/3 S-5 100/3 0
6 100/3 S-1/ PANEL 12 100/3 0
7 200/3 MACH. SHOP BUS DUCT 200/3 0
8 400/3 PNL. G 400/3 0
9 S-2 200/3 0

0 0 0 0
0 0 0 0

0

SECTION 2

PDP-3 1200 AMPERE, 277/480 VOLT, 3 PHASE, 4 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, BOTTOM FEED, 65kAIC  
SERVICE-ENTRANCE RATED

CALCULATED VA:
CALCULATED AMPS:

DEMAND VA:
DEMAND AMPS:

SECTION 1

A B C

277
480
3
4

PANEL : E 225 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 1P20 EXISTING LTG EXISTING 1P20 2

3 1P20 EXISTING LTG EXISTING 1P20 4

5 1P20 EXISTING LTG EXISTING LTG 1P20 6

7 1P20 EXISTING LTG EXISTING LTG 1P20 8

9 1P20 EXISTING LTG EXISTING LTG 1P20 10

11 1P20 EXISTING LTG EXISTING LTG 1P20 12

13 1P20 EXISTING LTG EXISTING LTG 1P20 14

15 1P20 EXISTING EXISTING LTG 1P20 16

17 1P20 EXISTING EXISTING LTG 1P20 18

19 1P20 EXISTING EXISTING LTG 1P20 20

21 1P20 EXISTING EXISTING LTG 1P20 22

23 1P20 EXISTING EXISTING LTG 1P20 24

25 3P30 PANEL 10 (30 kVA XFMR) EXISTING 1P20 26

27 / EXISTING 1P20 28

29 / SPACE - 30

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PDP3 WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1024

A B C

120
208
3
4

PANEL : 6 225 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 1P20 EXISTING LTG EXISTING LTG 1P20 2

3 1P20 EXISTING LTG EXISTING LTG 1P20 4

5 1P20 EXISTING LTG EXISTING LTG 1P20 6

7 1P20 EXISTING LTG EXISTING LTG 1P20 8

9 1P20 J. CONTROL AHU EXISTING 1P20 10

11 1P20 EXISTING EXISTING 1P20 12

13 1P20 EXISTING REC EXISTING REC 1P20 14

15 1P20 EXISTING REC EXISTING REC 1P20 16

17 1P20 EXISTING REC EXISTING REC 1P20 18

19 1P20 EXISTING REC EXISTING REC 1P20 20

21 1P20 EXISTING REC EXISTING 1P20 22

23 1P20 EXISTING EXISTING REC 1P20 24

25 1P20 EXISTING EXISTING REC 1P20 26

27 1P20 EXISTING REC EXISTING REC 1P20 28

29 1P20 EXISTING REC EXISTING REC 1P20 30

31 1P20 EXISTING EXISTING REC 1P20 32

33 1P20 EXISTING REC EXISTING REC 1P20 34

35 1P20 DRYER/COMPRESSOR WHEEL BALANCER 3P40 36

37 1P20 EXISTING / 38

39 1P20 EXISTING REC / 40

41 1P20 EXISTING SPACE - 42

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PDP-3 WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1024

A B C

120
208
3
4

PANEL : EM3 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 1P20 EXISTING EM LIGHTING EXIT LIGHTING 1P20 2

3 1P20 EXISTING EM LIGHTING EXISTING LIGHTING 1P20 4

5 1P20 EXISTING EM LIGHTING EXISTING LIGHTING 1P20 6

7 1P20 EXISTING EM LIGHTING EXIT LIGHTING 1P20 8

9 1P20 EXISTING EM LIGHTING EM LIGHTING 1P20 10

11 1P20 FIRE ALARM EM LIGHTING 1P20 12

13 1P20 EXISTING EM LIGHTING 1P20 14

15 1P20 FIRE ALARM 2ND FLR EM LIGHTING 1P20 16

17 1P20 FIRE ALARM BOOSTER RECEPTACLE 1P20 18

19 1P20 IT RACK SECURITY PANELS 1P20 20

21 1P20 IT RACK EM LIGHTING 1P20 22

23 1P20 SECURITY PANEL EM LIGHTING 1P20 24

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: EM3A WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1024

A B C

277
480
3
4

3 1P20 EM LTG EM LTG 1P20 4

1 1P20 EM LTG EM LTG 1P20 2

PANEL : EM3A 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

5 1P20 EM LTG EM LTG 1P20 6

7 1P20 EM LTG EM LTG 1P20 8

9 1P20 EM LTG EM LTG 1P20 10

11 3PXX PANEL EM3 (XFMR) PANEL EM3V 3P60 12

13 / / 14

15 / / 16

17 - SPACE SPACE - 18

19 - SPACE SPACE - 20

21 - SPACE SPACE - 22

23 - SPACE SPACE - 24

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: LSD-1H1 WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1024



CKT TRIP DESCRIPTION FRAME A B C TOTAL

1
WEST AC 
ROOFTOP 100/3 0

2 - SPACE - 0
3 EAST AC ROOFTOP 100/3 0

4
CENTER AC 
ROOFTOP 100/3 0

5 SPARE 100/3 0
6 SPARE 100/3 0

0 0 0 0
0 0 0 0

0

PANEL 13 600 AMPERE, 277/480 VOLT, 3 PHASE, 3 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, BOTTOM FEED

CALCULATED VA:
CALCULATED AMPS:

DEMAND VA:
DEMAND AMPS:

CKT FUSE DESCRIPTION FRAME A B C TOTAL

1
30/3

PEDASTAL 
GRINDERS 100/3 0

2 30/3 PANEL 14 100/3 0

3 30/3
PEDASTAL 
GRINDERS 100/3 0

4 PANEL 13 0
0 0 0 0
0 0 0 0

0

PANEL PP3A 800 AMPERE, 277/480 VOLT, 3 PHASE, 3 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, BOTTOM FEED

CALCULATED VA:
CALCULATED AMPS:

DEMAND VA:
DEMAND AMPS:

CKT FUSE DESCRIPTION FRAME A B C TOTAL
1 30/3 AHU-22 100/3 0
2 30/3 AHU-23 100/3 0
3 30/3 ELEVATOR 100/3 0
4 60/3 PANEL D1 100/3 0
5 100/3 PANEL L 100/3 0
6 100/3 PANEL 23, 24 100/3 0

0 0 0 0
0 0 0 0

0

PDP5 600 AMPERE, 277/480 VOLT, 3 PHASE, 4 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, BOTTOM FEED

CALCULATED VA:
CALCULATED AMPS:

DEMAND VA:
DEMAND AMPS:

CKT FUSE DESCRIPTION FRAME A B C TOTAL
1 30/3 EXISTING 100/3 0

2 30/3
XMFR 17 (PANEL 
17A,17B) 100/3 0

3 60/3 EXISTING 100/3 0
4 60/3 PANEL PP-3B1 100/3 0

0 0 0 0
0 0 0 0

0

PANEL PP3B 225 AMPERE, 277/480 VOLT, 3 PHASE, 3 WIRE, FRONT 
ACCESSIBLE, NEMA1 ENCLOSURE, BOTTOM FEED

CALCULATED VA:
CALCULATED AMPS:

DEMAND VA:
DEMAND AMPS:

A B C

120
208
3
4

PANEL : 18 225 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 1P20 E REC N REC 1P20 2

3 1P20 S REC N REC 1P20 4

5 1P20 N REC N REC 1P20 6

7 1P20 W REC N REC 1P20 8

9 2P20 EXISTING W REC 1P20 10

11 / EXISTING 1P20 12

13 1P20 EXISTING N REC 1P20 14

15 1P15 TELEPHONE LOFT REC EXISTING 1P20 16

17 2P30 TELEPHONE LOFT REC N REC 1P20 18

19 / EXISTING 1P20 20

21 1P20 EXISTING POWER POLE 1P20 22

23 1P20 EXISTING COMPUTER LAB WEST 1P20 24

25 - SPACE POWER POLE 1P20 26

27 1P20 EXISTING POWER POLE 1P20 28

29 - SPACE POWER POLE 1P20 30

MOUNTING: SURFACE VOLTAGE (LN):
RATING: - VOLTAGE (LL):

ENCLOSURE: NEMA 1 PHASE:
FED FROM: S-6 WIRE:

NOTES:
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

TOTAL PHASE B: 0
TOTAL PHASE C: 0

DEMAND VA: 0
DEMAND AMPS: 0 CC1007

FEEDER SIZE: EXISTING
LOCATION:

A B C

120
208
3
4

PANEL : 14 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 1P20 EXISTING EXISTING 1P20 2

3 1P20 EXISTING EXISTING 1P20 4

5 1P20 EXISTING EXISTING 1P30 6

7 2P20 EXISTING EXISTING 1P20 8

9 / ROOFTOP REC 1P20 10

11 - SPACE EXISTING 1P15 12

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1016

A B C

120
208
3
4

DESCRIPTION
PHASE

PANEL : 15 100 AMPERE MAIN LUG ONLY
DESCRIPTION BRKR

CKT.  
NO.

CKT. 
NO.

BRKR

1 1P20 EXISTING EXISTING REC 1P20 2

3 1P20 EXISTING EXISTING REC 1P20 4

5 1P20 EXISTING BLOCK WASHER 2P60 6

7 1P20 EXISTING / 8

9 1P20 EXISTING SPACE - 10

11 - SPACE SPACE - 12

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: S-3 WIRE:

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1014

A B C

120
208
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1001

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: S-7 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

23 - SPACE SPACE - 24

21 - SPACE SPACE - 22

19 - SPACE SPACE - 20

17 / REC 1P20 18

15 2P60 220V REC REC 1P20 16

13 1P30 REC REC 1P20 14

11 1P20 REC REC 1P20 12

9 1P20 REC REC 1P20 10

7 1P20 REC REC 1P20 8

5 1P20 REC REC 1P20 6

3 1P20 REC / 4

1 1P20 REC LIFT 2P30 2

PANEL : 19 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

120
208
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: EM5A WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 1P20 FIRE ALARM LIGHTING 1P20 12

9 1P20 FIRE ALARM EXISTING 1P20 10

7 1P20 FIRE ALARM FIRE ALARM 1P20 8

5 1P20 LIGHTING LIGHTING 1P20 6

3 1P20 LIGHTING LIGHTING 1P20 4

1 1P20 LIGHTING LIGHTING 1P20 2

PANEL : EM6 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

277
480
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PDP5 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

23 / CAB HEATER 1P40 24

21 / CAB HEATER 1P20 22

19 3PXX EXISTING CAB HEATER 1P20 20

17 1P20 EXISTING EXISTING 1P20 18

15 1P20 EXISTING LIGHTING 1P20 16

13 1P20 EXISTING LIGHTING 1P20 14

11 1P20 LIGHTING LIGHTING 1P20 12

9 1P20 LIGHTING LIGHTING 1P20 10

7 1P20 LIGHTING LIGHTING 1P20 8

5 1P20 LIGHTING LIGHTING 1P20 6

3 1P20 LIGHTING LIGHTING 1P20 4

1 1P20 LIGHTING LIGHTING 1P20 2

PANEL : L 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

120
208
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PDP-5 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 RATING: - VOLTAGE (LL):

41 - SPACE REC 1P20 42

39 / EXISTING 1P20 40

37 2P30 DRYER EXISTING 1P30 38

35 1P20 REC SPACE - 36

33 1P20 HAND DRYER / 34

31 1P20 HAND DRYER COOKTOP 2P30 32

29 1P20 REC / 30

27 1P20 REC DISHWASHER 2P40 28

25 1P20 REC BLOWER CONTROLLER 1P20 26

23 1P20 REC REC 1P20 24

21 1P20 REC REC 1P20 22

19 1P20 REC REC 1P20 20

17 1P20 REC REC 1P20 18

15 1P20 REC REC 1P20 16

13 1P20 REC REC 1P20 14

11 1P20 REC REC 1P20 12

9 1P20 REC REC 1P20 10

7 1P20 REC REC 1P20 8

5 1P20 LIGHTING REC 1P20 6

3 1P20 LIGHTING TIME CLOCK 1P20 4

1 1P20 LIGHTING REC 1P20 2

PANEL : 23 225 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

277
480
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PDP5 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 - SPACE SPACE - 12

9 - SPACE SPACE - 10

7 1P40 EXISTING SPACE - 8

5 1P40 EXISTING EXISTING 1P20 6

3 1P40 EXISTING EXISTING 1P20 4

1 1P40 EXISTING EXISTING 1P20 2

PANEL : D1 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO. A B C

277
480
3
3

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 / / 12

9 2P20 LIGHTING LIGHTING 2P20 10

7 / / 8

5 2P20 LIGHTING LIGHTING 2P20 6

3 / / 4

1 2P20 LIGHTING LIGHTING 2P20 2

PANEL : ROAD&LOT#1 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO. A B C

277
480
3
3

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: A1505

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 / / 12

9 2P20 LIGHTING LIGHTING 2P20 10

7 / / 8

5 2P20 LIGHTING LIGHTING 2P20 6

3 / / 4

1 2P40 LIGHTING LIGHTING 2P20 2

PANEL : ROAD&LOT#2 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

277
480
3
3

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1005

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PP-3B WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

17 - SPACE SPACE - 18

15 - SPACE SPACE - 16

13 - SPACE SPACE - 14

11 / / 12

PANEL : PP-3B1 50 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

1 3P50 MAIN BREAKER EXISTING 3P15 2

3 / / 4

5 / / 6

7 3P15 EXISTING EXISTING 3P15 8

9 / / 10

A B C

120
240
3
3

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1005

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PP-3B WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 - SPACE SPACE - 12

9 1P20 EXISTING EXISTING 1P20 10

7 1P20 EXISTING EXISTING 1P20 8

5 1P20 EXISTING EXISTING 1P20 6

3 1P20 EXISTING EXISTING 1P20 4

1 1P20 EXISTING EXISTING 1P20 2

PANEL : 17B 100 AMPERE MAIN BREAKER
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO. A B C

120
208
3
4

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1005

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PP-3B WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

11 / / 12

9 / / 10

7 3P30 EXISTING EXISTING 3P30 8

5 1P20 REC REC 1P20 6

3 1P20 REC REC 1P20 4

1 1P20 REC REC 1P20 2

PANEL : 17A 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

120
208
3
4

DEMAND AMPS: 0 LOCATION:
DEMAND VA: 0 FEEDER SIZE: EXISTING

TOTAL PHASE C: 0 FED FROM: WIRE:
TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
NOTES: MOUNTING: SURFACE VOLTAGE (LN):

11 1P20 EXISTING / 12

9 1P20 REC EXISTING 2P20 10

7 1P20 REC REC 1P20 8

5 1P20 REC REC 1P20 6

3 1P20 REC REC 1P20 4

1 1P20 REC REC 1P20 2

CKT.  
NO.

CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR

PANEL : 16 100 AMPERE MAIN BREAKER
A B C

277
480
3
4

FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION:

0 FED FROM: WIRE:
DEMAND VA: 0

0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C:

* DENOTES HANDLOCK CIRCUIT 
BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):
TOTAL PHASE B:

SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0

NOTES: MOUNTING:

11 - SPACE SPACE - 12

9 / SPACE - 10

7 /

EXISTING 3PXX

8/

5 3PXX EXISTING / 6

3 1PXX BUS DUCT 4

BUS DUCT BUS DUCT 1PXX 2

BRKR
CKT.  
NO.

1 1PXX

CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION

PANEL : H 100 AMPERE MAIN LUG ONLYA B C

277
480
3
3

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1005

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: PP-3B WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 * DENOTES HANDLOCK CIRCUIT 

BREAKER
** DENOTES MULTI-CIRCUIT 
HANDLE TIE

RATING: - VOLTAGE (LL):

17 / / 18

15 / / 16

13 3P100 EXISTING EXISTING 3P100 14

11 / / 12

9 / / 10

7 3P100 EXISTING EXISTING 3P100 8

5 - SPACE SPACE - 6

3 - SPACE SPACE - 4

1 - SPACE SPACE - 2

PANEL : Z1 225 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

A B C

120
208
3
4

17 1P20 EXISTING EXISTING 1P20 18

15 1P20 EXISTING EXISTING 1P20 16

13 / / 14

11 / / 12

9 3P20 EXISTING EXISTING 3P100 10

7 1P20 EXISTING EXISTING 1P20 8

5 1P20 EXISTING EXISTING 1P20 6

3 1P20 EXISTING EXISTING 1P20 4

1 1P20 EXISTING EXISTING 1P20 2

DEMAND VA: 0 FEEDER SIZE: EXISTING
DEMAND AMPS: 0 LOCATION: C1018

TOTAL PHASE B: 0 ENCLOSURE: NEMA 1 PHASE:
TOTAL PHASE C: 0 FED FROM: S-1 WIRE:

NOTES: MOUNTING: SURFACE VOLTAGE (LN):
TOTAL PHASE A: 0 SPLIT BUS PANELBOARD. 

PROVIDE 18 POLE TOP AND 18 
POLE BOTTOM SECTIONS. RE-
FEED CONTACTOR WITH 
EXISTING FEEDER.

RATING: - VOLTAGE (LL):

- - SPACE SPACE - -

- - SPACE SPACE - -

- - SPACE SPACE - -

17 1P20 EXISTING EXISTING 1P20 18

15 1P20 EXISTING EXISTING 1P20 16

13 / / 14

11 / / 12

9 3P20 EXISTING EXISTING 3P100 10

7 1P20 EXISTING EXISTING 1P20 8

5 1P20 EXISTING EXISTING 1P20 6

3 1P20 EXISTING EXISTING 1P20 4

1 1P20 EXISTING EXISTING 1P20 2

PANEL : 12 100 AMPERE MAIN LUG ONLY
CKT. 
NO.

BRKR DESCRIPTION
PHASE

DESCRIPTION BRKR
CKT.  
NO.

PANEL NAME LOCATION AMPACITY VOLTAGE POLES MOUNTING ENCLOSURE PANEL TYPE BID NOTES

PANEL 18 C1007 225 120/208 30 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL 12 C1018 100 120/208 24 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL 13 C1016 600 277/480 - SURFACE NEMA1 SWITCHBOARD BASE BID 1,4

PANEL 14 C1016 100 120/208 12 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PP3A C1016 800* 277/480 - SURFACE NEMA1 SWITCHBOARD BASE BID 1,2*,4

PANEL 15 C1014 100 120/208 24 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL 19 C1001 100 120/208 24 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PP-3B1 C1005 50 277/480 18 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL 17B C1005 100 120/208 12 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL 17A C1005 100 120/208 12 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PP3B C1005 225 277/480 - SURFACE NEMA1 SWITCHBOARD BASE BID 1,4

PANEL Z1 C1012A 225 277/480* 18 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,2*,4

PANEL 16 C1012A 100 120/208 12 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PANEL H C1012A 100 277/480 12 SURFACE NEMA1 LIGHTING/APPLIANCE BASE BID 1,4

PDP-3 C1024 1200* 277/480 - SURFACE NEMA1 SWITCHBOARD ALT. #1 1,2*,4

PANEL E C1024 225 277/480 30 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #1 1,4

PANEL 6 C1024 225 120/208 42 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #1 1,4

PANEL EM3 C1024 100 120/208 24 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #1 1,4

PANEL EM3A C1024 100 277/480 24 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #1 1,4

PANEL EM6 A1505 100 120/208 12 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

PDP5 A1505 400 277/480 - SURFACE NEMA1 SWITCHBOARD ALT. #2 1,4

PANEL L A1505 100 277/480 24 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

PANEL 23 A1505 225 120/208 42 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

PANEL D1 A1505 100 277/480 12 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

ROAD&LOT #1 A1505 100 277/480 12 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

ROAD&LOT #2 A1505 100 277/480 12 SURFACE NEMA1 LIGHTING/APPLIANCE ALT. #2 1,4

PANEL REPLACEMENT SCHEDULE

NOTES:
1. REUSE ENCLOSURE. PROVIDE NEW INTERIORS AND TRIMS.
2. VERIFY EXACT CHARACTERISTICS UPON REMOVAL OF COVER.
3. PROVIDE NEW DOUBLE TUB PANELBOARD FOR ADDITIONAL SPARE CAPACITY.
4. TRACE AND VERIFY ALL EXISTING BRANCH CIRCUITRY. UPDATE PANEL SCHEDULES AS NECESSARY.


